
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

MagiCAD for Revit 

Release notes for version 2027 Update 1 

25/06/2026 

  



  2 (3) 

25/06/2026 

Public 

© Copyright 2026 MagiCAD Group    I   www.magicad.com   

Content 

1 RESOLVED ISSUES .....................................................................................................................3 

1.1 Ventilation and Piping.....................................................................................................................3 

  



  3 (3) 

25/06/2026 

Public 

© Copyright 2026 MagiCAD Group    I   www.magicad.com   

 

1 Resolved issues 

 

1.1 Ventilation and Piping 

Sprinkler calculation issue that may affect calculation results in certain scenarios 

Issue which occurred when the last sprinkler inside the sprinkler design area (sprinkler 12) was one of 

the weakest sprinkler and was connected with a tee or a tap using the same pipe size as the sprinkler 

(size 25), while there were additional sprinklers in the branch outside the design area and the option 

“ignore branches shorter than” was enabled. In these cases, the pipe connecting node 10 to sprinkler 

12 may sometimes be ignored and excluded from the calculation, resulting in a lower pressure 

demand than the system actually requires. Issue is now corrected. 

 

 

 


